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	SF02 NON-CONFORMITY REPORT
	

	Date
	Client Name and Site: 
	

	12/05/2025    
	
	CMM /01

	Non-conformity Observed During:
	

	Process:
	 Site tour 

	Standard / Reference Document:
	KS 1758 Part 1 


	Clause:
	9.1.3A

	REQUIREMENT OF AUDITED STANDARD:

	Fire extinguishers and other appropriate firefighting equipment are easily accessible and regularly maintained. Fire alarms are fitted on  each floor above the exit and there is evidence of evacuation drills.

	STATEMENT OF NON-CONFORMITY:

	Fire extinguisher at the fertilizer store and chemicals store were  found blocked. 

	OBJECTIVE EVIDENCE FOR RAISING NON-CONFORMITY AND JUSTIFICATION OF THE GRADE

	 

	Grade
	Lead Auditor
	Auditor raising NCR
	Client Representative

	Major 
	Cecilia Maundu
	Cecilia 
	Christine Wanjira      

	To be Completed Before:
	28 days 

	ROOT CAUSE ANALYSIS AND CORRECTIVE ACTION *

	Root cause :  Lack of Refresher Training
Correction: Training  and removal of obstruction
Corrective action  Training done and removal of the items that had obstructed the fire exstinguisher.

	Implementation of CA
	Date of Completion*
	29th May 2025 

	
	Client Representative*
	CHRISTINE WANJIRA

	CLEARANCE REPORT

	Validation of Corrective Action plan 

	

	Corrective Action Accepted 
	Yes
	✓
	No
	
	Non-conformity Downgraded
	Yes
	
	No
	✓

	Auditor:  
	Cecilia Maundu 
	Date:
	

	Verification of implementation

	Corrective action implementation to be checked during next audit

	Auditor:
	Cecilia Maundu 
	Date:
	15/06/2025
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	SF02 NON-CONFORMITY REPORT
	

	Date
	Client Name and Site: 
	

	24/05/2024   
	
	CMM /02

	Non-conformity Observed During:
	

	Process:
	 Site tour 

	Standard / Reference Document:
	KS 1758 Part 1 



	Clause:
	9.1.4A

	REQUIREMENT OF AUDITED STANDARD:

	Written accident and emergency procedures on how to deal with serious injuries requiring medical attention are displayed clearly, permanently and prominently with contact person and telephone number.

	STATEMENT OF NON-CONFORMITY:

	Accident and emergency procedures are documented under Health and safety manual; It was noted that display of the emergency procedure was only done in one green house.

	OBJECTIVE EVIDENCE FOR RAISING NON-CONFORMITY AND JUSTIFICATION OF THE GRADE

	 

	Grade
	Lead Auditor
	Auditor raising NCR
	Client Representative

	Major 
	Cecilia Maundu
	Cecilia 
	Christine Wanjira      

	To be Completed Before:
	28 days 

	ROOT CAUSE ANALYSIS AND CORRECTIVE ACTION *

	                             Root Cause:  Lack of Training
Correction: - To display the accident and emergency procedure

Correction action:  Accident and emergency procedure have now been displayed in all greenhouses



	Implementation of CA
	Date of Completion*
	29/05/2025 

	
	Client Representative*
	CHRISTINE WANJIRA

	CLEARANCE REPORT

	Validation of Corrective Action plan 

	

	Corrective Action Accepted 
	Yes
	✓
	No
	
	Non-conformity Downgraded
	Yes
	
	No
	✓

	Auditor:  
	Cecilia Maundu 
	Date:
	

	Verification of implementation

	Corrective action implementation to be checked during next audit

	Auditor:
	Cecilia Maundu 
	Date:
	15/06/2025 


